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NOTES:
1) STANDARD THERMOSTAT IS N.O., N.C. IS OPTIONAL. QUANTY WILL VARY DEPENING UPON SIZE
2) SHOWN WIRED FOR 480V.
3) OINDICATES PLUG IN CONNECTIONS.
4) DOTTED LINES INDICATE USER SUPPLIED WIRING.
5) UNIT MUST BE GROUNDED.
6) 30—60A MODELS FANS NOT REQUIRED AND QUANTY WILL VARY DEPENDING UPON SIZE.
7) 30A CT REQUIRES 2 PRIMARY TURNS.
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WITHOUT THE EXPRESS WRITTEN RF3, 30-—1200A REVISION
CONSENT OF HDR POWER SYSTEMS.
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